State of California —~ Health and Human Services Agency Amold Schwarzenegger, Governor

ngw\}wd Office of Statewide Health Planning and Development

Facilities Development Division
400 R Streel, Suite 200
Sacramento, California 95811-6213
{916) 440-8300

Fax (9168) 654-2973
www.oshpd.ca.gov

'APPLICATION FOR PREAPPROVAL

SPECIAL SEISMIC CERTIFICATION OF EQUIPMENT AND COMPONENTS

For Office Use Only
APPLICATION NO.
OSP g j -10

Check whether application is: NEW [] RE

1.0 Manufacturer: Baltimore Aircoil C

Manufacturer’s Technical Representative: Pano

Mailing Address: P.O. Box 7322
Baltimore, MD

410-799-6438
ppapavi

Phone and E-mail:

2.0 Product Name: PT2 Coolin 1
Cooling Téw”r

Product Type:
Product Model No.:'

General Descri
Rejection

3.0 Applicant:

Company Name: timore Alrcoilil Company

m E. Dietrich

ntact Person

lailing Address:

d E-mail:

e the Office of Statewide Health Planning and Development

for the actual incurred by the department for review.
oot &x/{:’; - y i
A 6/29/2009
(Signature of Applicant) (Date)
Vice President, Engineering Baltimore Aircoil Company
(Title) (Company Name)
+

“Equitable Healthcare Accessibility for California”


mailto:etrich@baltimoreaircoil.com

4.0Registered Design Professional Preparing the Report:

Company Name: W. E. Gundy & Associates, Inc.
Name: William E. Gundy, P.E.
License No.: California C 26539
Mailing Address: ~ P-O. Box 2900

Hailey, ID 8333
208-788-5989
fWegai@mindspring.comn

Phone and E-mail:

5.0 California Licensed Structural Engineer Review aﬁ,d A(:"/c,eptance of Report:
Company Name: Same as above
Name:
License No.:
Mailing Address:

Phone and E-mail:

6.0 Anchorage Pre-Approval:

[] Anchorage is pre-approved under OPA- ( Sébéyrﬁgtﬁe épplication for anchorage pre-

approval is require

AC-156 [] Other: (Please Specify)

(Please Specify)

Clark Dynamic Test Laboratory, Inc.
Contact Name: John R. Antenucci

Mailing Address: 1801 Route 51 South

Jefferson Hills, PA 15025
412-382-7173

fra. andi@comcast . netg

Phone and E-mail:



mailto:wegai@mindspring.com
mailto:jra.andi@comcast.net

1.00 for Standard Structure

2.93 for Upgraded Structure
Seismic Capacity of Equipment or Component (Fy/W,) = 1.00 for Standard Structure

Sps (Spectral response acceleration at short period) = 5 g3 for Upgraded Structure
ap, (In-structure equipment or component amplification factor) = 2.5

9.0 Approval Parameters:

R, (Equipment or component response modification factor) = 3.0
I (Importance factor) = 1.5

z/h (Height Factor Ratio)= 0 to 1.0

Equipment or Component Fundamental Period(s) = See At

Overall dimensions and weight (or range thereof) = See achment A

10.0 List of attachments supporting the special seismic certification of equipment

or components:

Test Report

(X Drawings

[X Manufacturer’s Catalog
Calculations

] Others:

11.0 OSHPD Approv

Signature)

(

Approved By:
Name: R R
Title: £ Vel
Date:

S

M PROVED

Sps (R) 21k
STANDAALD 100 0.0
STAND ARD O 67 - oo
Ur g ann £D 2 ) C.¢

Uvcervep e e




Attachment A:

PT2-0412A-1H1 1 2,570 4,980 143.75 48 123.875
PT2-0412A-2J1 1 2,810 5,230 143.75 48 135.875
PT2-0709A-1K1 1 3,270 6,020 107.75 87.25 127.875
PT2-0709A-2L1 1 3,560 6,310 107.75 87.25 127.875
PT2-0709A-3L1 1 3,850 6,610 107.75 87.25 151.875
PT2-0709A-1K2 2 6,660 12,170 216.5 87.25 127.875
PT2-0709A-2L2 2 7,240 12,760 216.5 87.25 151.875
PT2-0709A-3L.2 2 7,830 13,340 216.5 87.25 163.875
PT2-0709A-1K3 3 10,180 18,450 325.75 87.25 151.875
PT2-0709A-2L3 3 11,060 19,320 325.75 87.25 163.875
PT2-0709A-3L3 3 12,310 20,580 325.75 87.25 175.875
PT2-0809A-1K1 1 3,510 6,700 107.75 101.75 129.375
PT2-0809A-2L1 1 3,810 7,000 107.75 101.75 141.375
PT2-0809A-3M1 1 4,110 7,300 107.75 101.75 153.375
PT2-0809A-1K2 2 7,170 13,540 216.5 101.75 141.375
PT2-0809A-2L2 2 7,770 14,140 216.5 101.75 153.375
PT2-0809A-3M2 2 8,370 14,730 216.5 101.75 165.375
PT2-0809A-1K3 3 10,970 20,520 325.75 101.75 153.375
PT2-0809A-2L3 3 11,870 21,420 325.75 101.75 165.375
PT2-0809A-3M3 3 13,150 22,700 325.75 101.75 177.375
PT2-0812A-1M1 1 4,160 8,410 143.75 101.75 133.875
PT2-0812A-2N1 1 4,480 8,730 143.75 101.75 145.875
PT2-0812A-301 1 4,800 9,050 143.75 101.75 157.875
PT2-0812A-1M2 2 8,510 17,000 288.5 101.75 145.875
PT2-0812A-2N2 2 9,150 17,640 288.5 101 .75 157.875
PT2-0812A-302 2 9,790 18,290 288.5 101.75 169.875
PT2-0812A-1M3 3 13,040 25,780 433.75 101.75 157.875
PT2-0812A-2N3 3 14,010 26,740 433.75 101.75 169.875
PT2-0812A-303 3 15,350 28,080 433.75 101.75 181.875
PT2-1009A-1L1 1 4,090 7,780 107.75 118.0 155.625
PT2-1009A-2M1 1 4,400 8,080 107.75 118.0 167.625
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PT2-1009A-3N1 1 4,710 8,400 107.75 118.0 179.625
PT2-1009A-1L2 2 8,350 15,730 216.5 118.0 167.625
PT2-1009A-2M2 2 8,970 16,350 216.5 118.0 179.625
PT2-1009A-3N2 2 9,580 16,970 216.5 118.0 191.625
PT2-1009A-11.3 3 12,760 23,840 325.75 118.0 179.625
PT2-1009A-2M3 3 13,690 24,760 325.75 118.0 191.625
PT2-1009A-3N3 3 15,000 26,070 325.75 118.0 203.625
PT2-1009A-1L4 4 17,210 31,980 216.5 237.0 191.625
PT2-1009A-2M4 4 18,580 33,340 216.5 237.0 203.625
PT2-1009A-3N4 4 20,320 35,090 216.5 237.0 215.625
PT2-1012A-1M1 1 5,320 10,120 143.75 118.0 158.625
PT2-1012A-201 1 5,720 10,520 143.75 118.0 170.625
P72-1012A-301 1 6,120 10,920 143.75 118.0 182.625
PT2-1012A-1M2 2 8,350 20,450 288.5 118.0 170.625
PT2-1012A-202 2 8,970 21,250 288.5 118.0 182.625
PT2-1012A-302 2 9,580 22,050 288.5 118.0 194.625
PT2-1012A-1M3 3 16,590 30,990 433.75 118.0 182.625
PT2-1012A-203 3 17,800 32,190 433.75 118.0 194.625
PT2-1012A-303 3 19,500 33,890 433.75 118.0 206.625
PT2-1012A-1M4 4 22,380 41,570 288.5 237.0 194.625
PT2-1012A-204 4 24,160 43,350 288.5 237.0 206.625
PT2-1012A-304 4 26,420 45,610 288.5 237.0 218.625
PT2-1212A-1N1 1 5,960 11,200 143.75 142.0 166.375
PT2-1212A-201 1 6,510 11,750 143.75 142.0 178.375
PT2-1212A-3P1 1 7,060 12,310 143.75 142.0 178.375
PT2-1212A-1N2 2 12,060 22,550 288.5 142.0 166.375
PT2-1212A-202 2 13,170 23,650 288.5 142.0 178.375
PT2-1212A-3P2 2 14,280 24,760 288.5 142.0 190.375
PT2-1212A-1N3 3 18,320 34,040 433.75 142.0 178.375
PT2-1212A-203 3 19,980 35,700 433.75 142.0 190.375
PT2-1212A-3P3 3 21,640 37,360 433.75 142.0 202.375
PT2-1212A-1N4 4 24,570 45,540 288.5 285.0 190.375
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o

PT2-1212A-204 4 26,790 47,750 288.5 285.0 202.375

PT2-1212A-3P4 4 29,000 49,970 288.5 285.0 214.375

Notes: 1. Actual unit model numbers may include suffixes designating optional
constructions and accessories.
2. Weights are base unit weights and do not include options and accessories.
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Attachment B:

Attachment B Page 1 of 1



	page1
	titles
	State of California - Health and Human 
	Arnold 
	Governor 
	om ce 
	Statewide Health Planning and Development 
	APPLICATION FOR PREAPPROV AL 
	SPECIAL SEISMIC CERTIFICATION OF EQUIPMENT AND COMPONENTS 
	~ NEW 
	the Office of Statewide Health Planning and Development 
	OSP J -10 
	Check whether application is: 
	1.0 Manufacturer: 
	2.0 Product Name: 
	+ 

	images
	image1
	image2
	image3
	image4
	image5


	page2
	titles
	4.0 Registered Design Professional Preparing the Report: 
	6.0 Anchorage Pre-Approval: 
	5.0 California licensed Structural Engineer Review 

	images
	image1


	page3
	titles
	o 
	.,-----------.--- 
	9.0 Approval Parameters: 
	10.0 List of attachments supporting the special 
	Approved By: 
	Name: 
	Title: 
	Date: 

	images
	image1
	image2
	image3
	image4
	image5
	image6


	page4
	titles
	Attachment A: 

	tables
	table1


	page5
	tables
	table1


	page6
	images
	image1


	page7
	images
	image1



